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A. ALL FLOOR PLAN DIMENSIONS SHOWN ON THE NEW FLOOR PLANS ARE FROM FACE OF 
STUD OR FACE OF MASONRY. WHERE NOTED OTHERWISE BY THE DESIGNATIONS "CLR", 
"CLEAR", OR "MIN.", DIMENSIONS ARE FROM FINISHED OR EXPOSED FACE OF WALL. 
DIMENSIONS TO EXISTING WALLS ARE TO FINISHED FACE OF WALL UNLESS NOTED 
OTHERWISE. COORDINATE WITH APPLICABLE NEW WALL TYPES AND WITH APPLICABLE 
SECTIONS/DETAILS.

B. ALL NEW HOLLOW METAL (HM). DOOR FRAMES ARE LOCATED 4" FROM THE ADJACENT 
WALL FACE (TO OUTER EDGE OF FRAME) UNLESS DIMENSIONED OR DETAILED 
OTHERWISE.

C. WHERE CALLOUTS ARE SHOWN, REFERENCE VIEWS INDICATED FOR DIMENSIONS AND 
MATERIALS.

D. REFERENCE WALL TYPES ON SHEET A010 FOR MATERIALS AND DIMENSIONS OF INTERIOR 
WALLS.

E. REFERENCE WALL TYPES ON SHEET A011 FOR EXTERIOR WALL TYPES.
F. REFERENCE FRAME ELEVATIONS FOR DIMENSIONS OF FRAME ASSEMBLIES FOR 

STOREFRONTS AND CURTAINWALLS.
G. REFERENCE DOOR SCHEDULE FOR DOOR SIZES.
H. PROVIDE 1 INCH CLEARANCE AT ALL STRUCTURAL COLUMNS UNLESS NOTED 

OTHERWISE.
I. ALL WALL TYPES ARE TYPE 'S4.2i' UNLESS NOTED OTHERWISE

GENERAL NOTES: DIMENSION PLANS

MOLDING END CLOSURE

OF MULLION

WINDOW MULLION

SILL BELOW

METAL STUD FRAMING. REFER TO 
WALL TYPES AND LEGEND.
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1/8" = 1'-0"

DIMENSION PLAN - FIRST FLOOR1A

PLAN NOTES - DIMENSION PLAN

1 PROVIDE 8'-0" x 8'-0" KNOCK OUT OPENING FOR MRI MACHINE DELIVERY. SEE VENDOR
DRAWINGS.

2 PROVIDE LEAD-LINING AT S4ip. REFER TO PHYSICIST REPORT FOR  REQUIRED THICKNESS.

3 PROVIDE RADIO FREQUENCY SHIELDING AT S4.4rf BY OTHERS. REFER TO THIRD PARTY
VENDOR FOR DETAILS.

3" = 1'-0" REF:  1 / A121

WALL TO MULLION DETAIL1

1/4" = 1'-0" ?

ENLARGED PLAN - MRI SUITE2

1/4" = 1'-0" ?

ENLARGED PLAN - ENTRY CANOPY3

1/4" = 1'-0" ?

ENLARGED PLAN - X-RAY 137 - CONTROL AREA4 1/4" = 1'-0" ?

ENLARGED PLAN - DOOR 100E5
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